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AMENDMENT NO. 0017 TO RFP W912DR-04-S-0001
EFFECTIVE JUL 23, 2004

SOLICITATION:

1) CLAUSES, Page 2, LIQUIDATED DAMAGES-CONSTRUCTION: Delete “****” and substitute the
following: “$800.00,.” and delete “LIQUIDATED DAMAGES AMOUNT WILL BE ADDED BY AMENDMENT
AT A LATER DATE”.

AMENDMENTS:

2) Amendment No. 0014, Item 1), Plates 4, 8, 9 and 11:  Delete Item 1) text as issued in Amendment No.
0014 and substitute the following: “1) Amendment No. 0004, Item 23, Plates 4, 8, 9, and 11: Delete these plates in
their entirety as issued in Amendment No. 0004 and substitute the attached Plates 4, 8, 9, and 11, revised 7/16/04.

3) Amendment No. 0014, Item 2), Appendix A, Sheets 1 through 5: Delete Item 2) text as issued in
Amendment No. 0014 and substitute the following: “2) Amendment No. 0004, Item 24), Appendix A, Sheets 1
through 5: Delete Plates 1 through 5 in their entirety as issued in Amendment No. 0004 and substitute the attached
Appendix A, Sheets 3 of 5, revised 7/7/04, and Sheets 2 of 5 and 4 of 5, revised 7/16/04. Sheets 1 of 5 and 5 of 5
remain as is”.

4) Amendment No. 0014, Item 3), Appendix B, Sheet B-1: Delete Item 3) text as issued in Amendment No.
0014 and substitute the following: “3) Amendment No. 0004, Item 25, Appendix B, Sheet B-1: Delete Sheet B-1 in
its entirety as issued in Amendment No. 0004 and substitute the attached Appendix B, Plate B-1, revised 7/16/04”.

5) Amendment No. 0014, ATTACHMENT LIST, Items 4), 5) and 6): Delete Items 4), 5) and 6) text in their
entirety.

6) Amendment No. 0004, Item 44, Plate 52: On Plate 52 delete all notes indicating “concrete pad” or
“concrete base” and substitute “gravel pad”.

SPECIFICATIONS:

7) Project Table of Contents:

a) Add “DIVISION 11 – EQUIPMENT” and  section number and title: “11320 GRINDER PUMP
STATIONS.”

b) Under DIVISION 10 - SPECIALTIES add section number and title “10520
FIRE-PROTECTION SPECIALTIES.”

8) Page 01011-1, Paragraph GC-5a:  At the end of this paragraph add the following:  "Note: the Contractor is
responsible for the cost of the permit, which will be approximately $1,000.00.  The enclosed attachment,
Memorandum for Record, Subject: Excavation Permit Request Instructions and APG Regulation 387-5, Excavation
Permit Program is provided for information."

9) Page 01050-8, Paragraph 1.13:  Delete this paragraph in its entirety.

10) Section 01330, Submittal Register:  Delete submittal register in its entirety and substitute the attached
revised submittal register, dated Jul 22, 2004.

11) Page 01565-1, Paragraph 1.1:   Delete reference “EM 385-1-1 (6 SEP 1996) U.S. Army Corps of Engineers
Safety and Health Requirements Manual” under publication ENGINEERING MANUALS (EM) as originally issued
and substitutes the following: “EM 385-1-1 (3 Nov 2003) Safety – Safety and Health Requirements.”

12) Page 01565-9, Paragraph 1.9.4:  Delete “[Enter Appropriate Subpart Title Here] 1.9.4” from the beginning
of this paragraph.
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EFFECTIVE JUL 23, 2004

13) Page 01565-13, Paragraph 1.13.9.1:  Delete “- WHO TRANSPORTS IT?” from the end of this paragraph.

14) Page 01670-3, Paragraph 1.5:  Delete “*Content depends upon the design – See Section 03XXX” from the
bottom of page 3 as originally issued and substitute the following “*Content depends upon the design – See Sections
03300A and 03307A”.

15) Page 02510-1, Part 1 General:  Add the following new paragraph:

Harford County Standards.

All work shall meet the Harford County Standard Specifications and Details as noted on the Drawings, Appendix A,
Sheet 1 of 5, General Note 3.  In case of a conflict between Specification Section 02510 and Harford County
Standard Specifications, the Harford County Standard Specifications will supersede.

16) Page 02531-1, Paragraph 1.3 General Requirements:  Add the following new paragraph:

Harford County Standards

All work shall meet the Harford County Standard Specifications and Details as noted on the Drawings, Appendix A,
Sheet 1 of 5, General Note 3.  In case of a conflict between Specification Section 02531 and Harford County
Standard Specifications, the Harford County Standard Specifications will supercede."

17) Page 02532-3, Paragraph 2.4:  Delete “or concrete, except that concrete boxes may be installed only in
locations not subject to vehicular traffic” from the first sentence of this paragraph.

18) Page 05310-6, Paragraph 2.3.1:  Delete “cellular and” from the second sentence of this paragraph.

19) Page 08520A-2, Paragraph 1.2.1:  Add “and should withstand 3.5 psi at 90 degree incident.” at the end of
the first sentence of this paragraph.

20) Division 10 - SPECIALTIES: Add attached Specification Section 10520 FIRE-PROTECTION
SPECIALTIES.

21) Specification Division 11: Add attached Specification Section 11320 GRINDER PUMP STATIONS.

22) Page 13120-4, Paragraph 1.1:  Add publication “INTERNATIONAL BUILDING CODE (IBC)” at the end
of this paragraph. Immediately after “INTERNATIONAL BUILDING CODE (IBC)” add “IBC (2003)”.

23) Page 13930A-8, Paragraph 2.4: Delete paragraph text as originally issued and substitute the following:
“Above ground piping shall be steel.”

24) Page 15400-19, Paragraph 2.5: Delete paragraph text as originally issued and substitute the following:
“Backflow preventers shall be approved and listed by the Foundation for Cross-Connection Control & Hydraulic
Research. Double check valve assemblies shall be tested, approved, and listed in accordance with FCCCHR
Manual.”

25) Page 15400-23, Paragraph 3.1.3: Delete the word “Enpure” in the first sentence of this paragraph.

26) Page 15950-8, Paragraph 2.1:  At the beginning of this paragraph add the following:  "The control system
shall be Johnson Controls, Inc. - Metasys.  This is a proprietary item."
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DRAWINGS:

27) Plate 10: Delete Plate 10 as originally issued and substitute the attached Plate 10, revised 7/16/04.

28) Plate 14: Delete Plate 14 as originally issued and substitute the attached Plate 14, revised 7/16/04.

29) Plate 16:  Add the following GENERAL NOTES:

“2.  Provide control joint at mid points of east and west interior perimeter masonry walls in the administrative area.
Control joints should be centered on column line 6.

 3. Install portable Fire Extinguishers in accordance with Specification Section 10520 FIRE-PROTECTION
SPECIALTIES. Locations and installation height shall be as directed by Contracting Officer.”

30) Plate 27, II. Design Code Criteria: Add the following references: “ASCE 7-2002 for wind and snow load”
and “TM 809-4 in accordance with TI 809-2 for building seismic design.”

31) Plate 27, V-General Design Criteria and Approach, Notes C3 and C4: Delete all requirements for the
Contractor to transmit information to the Architect.

32) Plate 28, Foundation Plan (1/S-201): Revise this plan in accordance with the attached Sketch SK-S1, dated
7/7/04.  The footing lines on Sketch SK-S1 are shown in solid lines.

33) Plate 28: Delete Note 7 as originally issued and substitute the following: “7.  DESIGN LIVE LOAD = 250
PSF; INTERIOR SPACES = 100 PSF”

34) Plate 29, Mezzanine Slab & Joist Detail (2/S-301): Delete the words “Minimum 24 Ga. Galvanized” in the
note referring to “STEEL DECK” as originally issued and substitute the following: “Minimum 22 Ga. Galvanized.”

35) Plate 29, Mezzanine Slab & Joist Detail (2/S-301): Delete the word “16K6” in the note referring to ‘Open
Web Joist” as originally issued and substitute the following:  “20K10”.

36) Plate 29, Mezzanine Slab & Joist Detail (2/S-301): Add a bent plate at the edge of the concrete slab with
the following note “Continuous 6” x  8” x 3/8” (minimum),  bent plate/pour stop.”

37) Plate 29, Joist Anchorage & Bond Beam Details (3/S-301): Delete note “Type 20K10 ” as originally issued
and substitute the following: “Type 16K6”.

38) Plate 29, Interior Walls/Bridging Detail (4/S-301): Delete note “L2 x 2 x ¼ CONT. TYP. AT TOP
COURSE.  PROVIDE BRIDGING AS REQUIRED” as originally issued and substitute the following: “L2 x 2 x ¼
WITH EPOXY ANCHOR BOLTS W/ MIN. 4” EMBEDMENT @ 18” O.C.”

39) Plate 29, Interior Walls/Bridging Detail (5/S-301): Delete note “L2 x 2 x ¼ CONT. TYP. AT TOP
COURSE. PROVIDE BRIDGING AS REQUIRED”. Delete angles on both sides.

40) Plate 29, GENERAL NOTES: Add the following note:

“D.  MECHANICAL/ELECTRICAL CHANNEL

The building Design/Build contractor is responsible for mechanical/electrical
channel design.

Dead load is 450# per foot for the piping and conduit requested by the Owner.
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The Design/Build contractor will consult with the Owner to determine if any additional load capacity is required for
support of future piping and/or conduit and wiring before proceeding with design.

The supports are to be 4” X 4” channels supported by ½” rods welded to the structure.

Details of the mechanical/electrical channel are located on Plate 35 (Drawing M-301).”

41) Plate 31, FIRE PROTECTION NOTES:  Delete Fire Protection note No. 10 as originally issued and
substitute the following:

“10. Sprinkler system and water supply requirements shall be as follows:

Ordinary Hazard Group II (NFPA 13):

Design Density: 0.20 GPM / Square foot
Design Area: 1500 Square Feet”

42) Plate 34, Detail A/M201- Part Plan – Mechanical Room: Delete the note associated with the air compressor
as originally issued and substitute with the following: “Air Compressor (Government furnished, contractor installed)
Run ¾” CD to nearest floor drain.”

43) Plate 34, Detail A/M201- Part Plan – Mechanical Room: Delete the note associated with the air dryer as
originally issued and substitute with the following: “Air Dryer (Government furnished, contractor installed) Run ¾”
CD to nearest floor drain.”

44) Plate 34, Detail A/M201- Part Plan – Mechanical Room: Add the following Note No..3: “3. Water Meter
shall be provided and installed downstream of Fire protection take-off and prior to domestic water shut-off valve.”

45) Plate 36, Fuel Oil Storage Tank Detail: Add the following Notes:

“3. ½” FOS & FOR located below grade shall be double encapsulated prefabricated type piping.”

"4. Fuel Oil Storage Tank shall be enclosed with a chain-link fence with lockable gate. Fence shall be installed
around the perimeter of the concrete pad (approximately 12'-0" x 7'-0") and shall be at least 6'-0" in height, in order
to prevent forced entry.”

46) Plate 36, Deionized Water Piping Schematic: Add the following Note #1:

“1.  The backflow preventor located in the ¾” water line shall be a double check type.”

47) Plate 32:  The two dampers located within exhaust ductwork, south of column line 6, shall be designated
with FD as fire dampers.

48) Plate 32 : Delete note referring to “24x24 exhaust air louver” located south of column line 5 as originally
issued and substitute the following: “24x24 exhaust air louver. Install bottom of louver at 10’-0” AFF.”  

49) Plate 38, Air Handling Unit Control: Delete valve V-2 from suction line as originally issued and relocate it
in the liquid line.

50) Plate 46, Part Plan – Comm. Closet 110: Add the following Note 3:

“3.  Provide plywood backboard 8’- 0” high, on the full width of the north and east walls.”
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ATTACHMENTS:

1) Memorandum for Record, Subject: Excavation Permit Request Instructions and APG Regulation 387-5,
Excavation Permit Program.
2) Revised Submittal Register, dated Jul 22, 2004.
3) Section 10520 FIRE-PROTECTION SPECIALTIES.
4) Section 11320 “GRINDER PUMP STATIONS”, dated July 07, 2004.
5) Sketch – SK-S1, dated July 7, 2004
6) Plates 4, 8, 9, 10, 11, and 14 dated July 16, 2004.
7) Appendix A- Plate 2 of 5, dated July 16, 2004.
8) Appendix A- Sheet 3 of 5 dated July 7, 2004.
9) Appendix A- Sheet 4 of 5, dated July 16, 2004.
10) Appendix B – Plate B-1, dated July 16, 2004.
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APG AMENDMENTS

01000 SD-01 Preconstruction Submittals
1.7 G  AOCost or Pricing Data
1.8 G  AOEquipment Data

Title Evidence
Invoice Copies

G AOEAP Form 1199, EAP Form 1226,
FD-258 (Fingerprint Card), and SF
85P

1.2 G  AOProgress Schedule
G  AOModified Chart

1.12Photographs
SD-10 Operation and Maintenance
Data

1.9 G  AOO and M Data
1.3.3 G  AOCommissioning Activity for HVAC

01050 SD-01 Preconstruction Submittals
1.5.2 G  AOShut Down Utility Services
1.5.3 G  AOChecklist

SD-07 Certificates
1.10.2 G  AOOperations Statement

01060 SD-01 Preconstruction Submittals
1.3 G  AOSafety Supervisor
1.3 G  AOActivity Phase Hazard Analysis

Plan
Outline Report
OSHA Log

SUBMITTAL REGISTER, July 22, 2004
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APG AMENDMENTS

01060 SD-07 Certificates
1.3Language Certification

01070 SD-01 Preconstruction Submittals
3.4 G  AOProcedures

01200 SD-04 Samples
1.7.2.2Sample Tags

01451 SD-01 Preconstruction Submittals
3.2 G  AECQC Plan

Phase Notification
G  AERequest
G  AOCQC Mgr Qualification

SD-05 Design Data
3.2.4 G  AENotification of Changes
3.8.1 G  AEPunchlist
3.3Minutes

SD-06 Test Reports
3.7.1 G  AETests

01510 SD-04 Samples
1.8 G  AOSite Plan

G  AOOffice and Parking Layout Plan
1.6 G  AOTemporary Electrical Work

01565 SD-01 Preconstruction Submittals
1.5 G  AOEnvironmental Protection Plan
1.5.3Recycling and Waste Minimization

Plan
1.6 G  AOEnvironmental Permits

SUBMITTAL REGISTER
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01565 1.9.1.3 G  AOWater/Sewerage Construction
Permit

1.9.2.2Dust Control
1.10 G  AOFacility Plan
1.10.1 G  AOTemporary Plan
1.11 G  AOPesticides
1.12.2 G  AODisposal Plan
1.12.5 G  AOWaste Plan
1.17 G  AORadiation Emitting Equipment
1.20 G  AOSampling and Analysis Services

01720 SD-11 Closeout Submittals
G AOProgress Prints

1.6 G  AOFinal Requirements
G  AOCADD Files

02300 SD-06 Test Reports
3.13 G  AETesting

G  AEEarthwork
SD-07 Certificates

3.13 G  AETesting
02316 SD-09 Manufacturer’s Field

Reports
Field Density Tests
Testing of Backfill Materials

G  AEDewatering Plan
G  AEShoring and Bracing Plans

SD-06 Test Reports

SUBMITTAL REGISTER
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APG AMENDMENTS

02316 G  AEField Density Tests
G  AETesting of Backfill Materials

SD-07 Certificates
G  AETesting Lab

02510A SD-03 Product Data
3.1 G  AEInstallation

G  AESatisfactory Installation
SD-06 Test Reports
Bacteriological Disinfection
G..AE

02531 SD-03 Product Data
2.1Pipeline materials

SD-07 Certificates
Joints

02532A SD-06 Test Reports
3.2 G  AEHydrostatic Tests

02630 SD-03 Product Data
3.3Placing Pipe

02722 SD-03 Product Data
1.7Plant, Equipment, Machines, and

Tools
SD-04 Samples

G  AEStabilization Geotextile
SD-06 Test Reports

G  AEInitial Tests
G  AEIn-Place Tests

SUBMITTAL REGISTER
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APG AMENDMENTS

02722 2.1.1 G  AECoarse Aggregate
SD-07 Certificates

G  AEStabilization Geotextile
G  AETesting Lab

02935A SD-03 Product Data
1.3.3 G  AEChemical Treatment Material

G  AEWork Plan and Schedule
1.3.1 G  AEDelivery Schedule
3.6.3Maintenance Record
3.5 G  AEApplication of Pesticide

SD-06 Test Reports
3.1 G  AESoil Tests

G  AEPercolation Test
SD-07 Certificates

2.1.1pH Adjuster
2.1.2Fertilizer
2.2Mulch
2.4 G  AEPesticide

03150A SD-03 Product Data
2.2 G  AEPreformed Expansion Joint Filler
2.3 G  AESealant

SD-04 Samples
2.3.2 G  AELubricant for Preformed

Compression Seals
2.3.3 G  AEField-Molded Type

03200A SD-02 Shop Drawings
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APG AMENDMENTS

03200A 3.1 G  AEReinforcement
SD-03 Product Data

1.3Welding
SD-07 Certificates

2.3Reinforcing Steel
03300A SD-03 Product Data

G  AEMixture Proportions
SD-04 Samples

2.3.5 G GSurface Retarder
SD-06 Test Reports

3.14 G AETesting and Inspection for
Contractor Quality Control

SD-07 Certificates
1.3 G  AEQualifications

04200 SD-02 Shop Drawings
1.4 G  AEStructural Masonry

SD-03 Product Data
2.11 G  AEFlashing

G  AEWater-Repellant Admixture
3.1.2 G  AECold Weather Installation

SD-04 Samples
2.2 G  AEConcrete Masonry Units (CMU)
2.6 G  AEAnchors, Ties, and Bar

Positioners
2.10 G  AEExpansion-Joint Materials
2.7 G  AEJoint Reinforcement
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APG AMENDMENTS

04200 SD-05 Design Data
2.4.4 G  AEPre-mixed Mortar
1.4.1 G  AEUnit Strength Method

SD-07 Certificates
2.2Concrete Masonry Units (CMU)
2.9Control Joint Keys
2.6Anchors, Ties, and Bar

Positioners
2.10Expansion-Joint Materials
2.7Joint Reinforcement
2.8Reinforcing Steel Bars and Rods
2.4.3Masonry Cement
2.4.1Admixtures for Masonry Mortar
2.5.1Admixtures for Grout

05090A SD-03 Product Data
1.5 G  AEWelding Procedure Qualifications
1.6Welder, Welding Operator, and

Tacker Qualification
1.7Inspector Qualification
1.5.1Previous Qualifications
1.5.2Prequalified Procedures

SD-06 Test Reports
3.2 G  AEQuality Control

05210A SD-02 Shop Drawings
1.3 G  AESteel Joists

SD-07 Certificates
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APG AMENDMENTS

05210A 1.3 G AESteel Joists
05310 SD-02 Shop Drawings

1.3.4 G  AEFabrication Drawings
SD-03 Product Data

2.3.1 G  AEDeck Units
G  AESound Absorbing Material

2.2 G  AEAccessories
2.2.11 G  AEMechanical Fasteners

SD-05 Design Data
2.3.1 G  AEDeck Units

SD-07 Certificates
2.3.1 G  AEDeck Units
2.2Accessories
1.3.2Qualification of Welders
1.3.3.1 G  AEFire Safety
1.3.3.2Wind Storm Resistance

05500A SD-02 Shop Drawings
1.6 G AEMiscellaneous Metal Items

06410A SD-02 Shop Drawings
1.7 G  AEShop Drawings

SD-03 Product Data
2.1 G .AEWood Materials

G  AEWood Finishes
2.9.8.3 G  AEFinish Schedule

SD-04 Samples
2.3 G  AEPlastic Laminates
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APG AMENDMENTS

07611N SD-02 Shop Drawings
1.2.5 G  AERoofing

SD-03 Product Data
2.1 G  AERoofing panels
2.3 G  AEAttachment clips
2.4.1 G  AEClosures
2.4 G  AEAccessories
2.4.2 G  AEFasteners
2.4.3 G  AESealants
2.5 G  AEInsulation
1.7 G  AOwarranty

SD-04 Samples
2.1 G  AEpanel
2.4 G  AEAccessories
2.4.3 G  AESealants

07840 SD-02 Shop Drawings
2.1 G  AEFirestopping Materials

SD-07 Certificates
2.1 G  AEFirestopping Materials
3.3 G  AOInspection

07920 SD-03 Product Data
2.1 G  AESealants
2.2 G  AEPrimers
2.3 G  AEBond breakers
2.4 G  AEBackstops

SD-07 Certificates
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APG AMENDMENTS

07920 3.3.6 G  AESealant
08110 SD-02 Shop Drawings

2.1 G  AEDoors
2.5 G  AEFrames
2.3 G  AEAccessories

G  AESchedule of doors
G  AESchedule of frames

SD-03 Product Data
2.1 G  AEDoors
2.5 G  AEFrames
2.3 G  AEAccessories

08330A SD-02 Shop Drawings
3.1 G AE.Approved Detail Drawings
3.1 G AE.Installation

SD-03 Product Data
2.1 G AE.Overhead Rolling Doors

SD-06 Test Reports
G AE.Tests

SD-04 Samples
2.1 G AEOverhead Rolling Doors

SD-10 Operation and Maintenance
Data

1.6 G PO  tOperation and Maintenance
Manuals

08510 SD-02 Shop Drawings
2.2 G  AEWindows
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APG AMENDMENTS

08510 SD-03 Product Data
G  AEHardware
G  AEFasteners

2.7 G  AEAccessories
08520A SD-02 Shop Drawings

G AEAluminum Windows
SD-03 Product Data

G AEAluminum Windows
SD-04 Samples

G AEAluminum Windows
SD-06 Test Reports

G AEAluminum Windows
SD-07 Certificates

G AEAluminum Windows
08710 SD-02 Shop Drawings

1.3 G  AEHardware schedule
2.3.5 G  AOKeying system

SD-03 Product Data
2.3 G  AEHardware items

SD-08 Manufacturer’s Instructions
3.1Installation

SD-10 Operation and Maintenance
Data

1.3 G  AEHardware Schedule
SD-11 Closeout Submittals

1.4 G  AOKey bitting
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08800 SD-03 Product Data
1.6.1 G  AEInsulating Glass
1.3 G  AEGlazing Accessories

SD-04 Samples
1.6.1 G  AEInsulating Glass

G  AEWire Glass
2.3.3.1Sealant

SD-07 Certificates
1.6.1 G  AEInsulating Glass

G GWire Glass
SD-08 Manufacturer’s Instructions

2.3 G  AESetting and sealing materials
3.2 G  AEGlass setting

09250 SD-03 Product Data
Regular Gypsum Board

SD-07 Certificates
2.1 G AEAsbestos Free Materials

09310 SD-03 Product Data
2.1 G AETile
2.2 G AESetting-Bed
2.4 G AEMortar, Grout, and Adhesive

SD-04 Samples
2.1 G AETile

09510 SD-03 Product Data
G AEAcoustical Ceiling Systems

SD-04 Samples
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APG AMENDMENTS

09510 2.1 G AEAcoustical Units
SD-07 Certificates

2.1Acoustical Units
09650 SD-03 Product Data

2.7 G  AEResilient Flooring and
Accessories

2.3 G  AEAdhesives
SD-04 Samples

2.7 G  AEResilient Flooring and
Accessories

SD-06 Test Reports
3.3 G  AEMoisture, Alkalinity and Bond

Tests
SD-08 Manufacturer’s Instructions

3.2 G  AESurface Preparation
3.1 G  AEInstallation

SD-10 Operation and Maintenance
Data

2.7 G  AOResilient Flooring and
Accessories

09900 SD-03 Product Data
2.1 G  AECoating
2.1 G  AEManufacturer's Technical Data

Sheets
G  AESealant

SD-04 Samples
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APG AMENDMENTS

09900 1.7 G  AEColor
1.5.2 G  AEManufacturer's Material Safety

Data Sheets
SD-10 Operation and Maintenance
Data

2.1 G  AECoatings:
09915 SD-04 Samples

2.2 G AEColor Schedule
10201N SD-02 Shop Drawings

2.2Wall louvers
SD-04 Samples

2.2 G AEWall louvers
10800 SD-03 Product Data

2.1.2 G AEFinishes
2.2 G AEAccessory Items

13100A SD-02 Shop Drawings
G  AEDrawings

SD-07 Certificates
2.1 G  AEMaterials

13120 SD-02 Shop Drawings
G  AEPreengineered building

1.4.2.2 G  AEanchor bolts
SD-03 Product Data

2.1 G  AEmaterials
G  AEInstruction Manuals
G  AEErection
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13120 G  AEQualifications
SD-04 Samples

G  AEFactory color finish
G  AEAccessories
G  AERoofing and Siding
G  AEFasteners
G  AEInsulation
G  AEGaskets and Insulating

Compounds
G  AESealant
G  AEWall Liners

SD-05 Design Data
G  AEBuilding

1.2.1.4 G  AEFoundation loads
1.4.2.2 G  AEAnchor bolts
2.1.1 G  AEPurlins and girts
2.1.1 G  AEBracing

SD-06 Test Reports
G  AEFactory Color Finish
G  AEInsulation

SD-07 Certificates
2.1 G  AEmaterials

SD-10 Operation and Maintenance
Data

G  AOPreengineered Building
13202A SD-02 Shop Drawings
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13202A 3.3.2.1 G  AEFueling System
G  AEMonitoring Systems

SD-03 Product Data
3.3.2.1 G  AEFueling System
1.5.1Permitting
1.5.2Registration

FIO
G  AOSpare Parts Data

3.1 G  AEInstallation
3.1.5 G  AOFramed Instructions

G  AOMonitoring Systems
3.2Tests
3.4Demonstrations
1.4.1Experience
1.4.2Welding
1.7.1Verification of Dimensions
1.7.2Fuel Supply

G  AECoating for Belowground Steel
Piping

SD-06 Test Reports
3.2 G  AETests

SD-10 Operation and Maintenance
Data

G  AEOperation Manuals
3.4 G  AEMaintenance Manuals

13851A SD-02 Shop Drawings
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13851A 1.4.1 G  AEFire Alarm Reporting System
SD-03 Product Data

2.2 G  AEStorage Batteries
G  AEVoltage Drop

2.9 G  AOSpecial Tools and Spare Parts
Technical Data and Computer
Software

3.5 G  AOTraining
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3.5.3Performance Verification Test

SD-10 Operation and Maintenance
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3.4.2 G  AESystems Readiness Check
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3.4.4 G  AETAB Verification
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3.1 G  AEDesign Review Report
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16370A SD-02 Shop Drawings

3.7.3 G  AEElectrical Distribution System
G  AEAs-Built Drawings

SD-03 Product Data
2.3 G  AENameplates
2.2 G  AEMaterial and Equipment
3.1 G  AEGeneral Installation Requirements

SD-06 Test Reports
3.7 G  AEField Testing
3.7.5 G  AEOperating Tests

SD-07 Certificates
2.2 G  AEMaterial and Equipment

SD-10 Operation and Maintenance
Data

3.7.3 G  AEElectrical Distribution System
16375A SD-02 Shop Drawings

3.10.3 G  AEElectrical Distribution System
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SD-03 Product Data
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3.1 G  AEGeneral Installation Requirements
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2.1 G  AEMaterial and Equipment
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3.10.1 G  AEOperating Test
3.10.2 G  AEGround Resistance

Measurements
SD-10 Operation and Maintenance
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SECTION 10520 

FIRE-PROTECTION SPECIALTIES

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and 
Supplementary Conditions and Division 1 Specification Sections, apply 
to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Portable fire extinguishers. 

1.3 SUBMITTALS 

A. Product Data:  

1. Fire Extinguishers:  Include rating and classification; G AR. 

1.4 QUALITY ASSURANCE 

A. NFPA Compliance:  Fabricate and label fire extinguishers to comply 
with NFPA 10, "Standard for Portable Fire Extinguishers." 

B. Fire Extinguishers:  Listed and labeled for type, rating, and 
classification by an independent testing agency acceptable to 
authorities having jurisdiction. 

1. Provide extinguishers listed and labeled by FM. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. Cold-Rolled Steel Sheet:  Carbon steel, complying with 
ASTM A 366/A 366M, commercial quality, stretcher leveled, temper 
rolled. 

B. Stainless-Steel Sheet:  ASTM A 666/A 666M, Type 302 or Type 304 alloy. 

2.2 PORTABLE FIRE EXTINGUISHERS 

 Section 10520 – Page 1 
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A. Multipurpose Dry-Chemical Type:  UL-rated 4-A:60-B:C, 10-lb nominal 
capacity, in enameled-steel container. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine fire extinguishers for proper charging and tagging. 

1. Remove and replace damaged, defective, or undercharged units. 

B. Proceed with installation only after unsatisfactory conditions have 
been corrected. 

3.2 INSTALLATION 

A. Comply with manufacturer's written instructions for installing fire-
protection specialties. 

B. Install in locations and at heights as directed by Contracting 
Officer. 

END OF SECTION 10520 

 Section 10520 – Page 2 
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SECTION 11320 
  

GRINDER PUMP STATIONS 
 
PART 1    GENERAL 
 
1.1 SCOPE 
 
Per APG request, the sanitary service for the proposed environmental 
testing mission building will connect to the existing force main on the 
west side of Surveillance Range Road. The existing 2” forcemain runs 
from APG Building 691 to APG Building 423. A new 2 inch line is 
proposed from the new pump station to the connection point in 
Surveillance Range Road. A control panel will be required inside the 
building as well as a Hyper Tac Remote Telemetry System. The Hyper Tac 
System requires a 20’ antenna for remote communications. Based on 
design computations, a F.E. Myers WGL20 duplex grinder pump package is 
proposed. The pump station and lines will be considered a public sewer 
system under the jurisdiction of the City of Aberdeen from the 
connection point to five feet outside the proposed building. 

 
                                           

1.2 PRODUCTS 
 
F.E. Myers model WGL20 duplex grinder pump station or approved equal 
based on a point-by-point comparison by a Maryland State approved 
Professional Engineer.  Review of any proposed substitute product shall 
be the financial responsibility of the contractor. 
 
1.3       WARRANTY 

 
The pumps and controls shall be warranted for a period of (1) year from 
the date of start-up or (18) months from the date of shipment, 
whichever comes first. 
 
1.4       QUALITY ASSURANCE 
 
The submersible grinder pumps specified shall be the products of 
reputable manufacturers who have been regularly engaged in the design, 
manufacture, and furnishing of submersible waste water pump stations 
for at least 5 years.  The motor, pump, wet-well and controls shall be 
manufactured by one company providing sole-source responsibility for 
the warranty of the unit. 
 
PART 2 MATERIALS 
 
2.1 PUMPS 
 
The pump(s) shall be manufactured in the United States utilizing 
domestic parts and components in its construction.  The volute, seal 
plate, cord cap, motor housing and impeller shall be constructed of 
high quality ASTM Class 30 minimum cast iron.  The pump(s) shall be 
painted with air dry enamel.  All exposed hardware shall be 300 series 
stainless steel.  Discharge connection shall be a standard 1.25 inch 
NPT in the vertical position.   
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The pump impeller shall be of the recessed, vortex design.  The 
impeller shall be of cast iron construction and machined for threading 
to the motor shaft.  The impeller shall be capable of being trimmed to 
meet specific performance characteristics. 
 
The pump shall have a two (2) bearing design consisting of an upper 
ball bearing for the purpose of carrying the thrust loads, and lower 
ball bearing to carry radial loads.  Ball bearings shall be designed 
for 50,000 hours B-10 life. 
 
The motor shaft shall be of 416 stainless steel. 
 
2.2 GRINDER 
 
The grinder mechanisms shall consist of radial cutter threaded and 
locked on the motor shaft by a screw, washer, and a shredding ring.  
Grinding shall be accomplished by a slicing action as opposed to a 
chopping action.  Both the shredding ring and radial cutter shall be 
constructed of 440C stainless steel hardened to a minimum Rockwell C55 
and shall be finish ground for a fine cutting edge.  Two stage cutter 
mechanisms and/or those requiring adjustment for proper clearance shall 
not be acceptable. 
 
 
The grinder shall be placed immediately below the pumping elements and 
shall be direct-driven by a single, one-piece, stainless steel motor 
shaft.  The grinding assembly shall be balanced and operate without 
objectionable noise or vibration over the entire range of recommended 
pressures.  The grinder shall be constructed so as to eliminate 
clogging and jamming under all normal operating conditions including 
starting. 
 
The grinder shall be capable of reducing all components in normal 
domestic sewage, including a reasonable amount of “foreign objects”, 
such as paper, wood, plastic, glass, rubber and the like, to finely-
divided particles which will pass freely through the passages of the 
pump and the 1-1/4” diameter discharge piping.  The grinding mechanism 
must be capable of handling reasonable amounts of grit, often found in 
domestic sewage systems. 
 
2.3 ELECTRIC MOTOR 
 
The motor shall be squirrel-cage, induction type.  Single phase motors 
shall be of the capacitor start, capacitor run design,____volt, single 
phase, 2 HP, 3450 RPM.  Single phase motors shall be NEMA L Type.  
Three phase motors shall be NEMA B Type.  The motor shall be 
constructed with open windings operating in a sealed housing which 
contains clean dielectric oil for heat dissipation from the windings 
and for lubrication of the bearings and seals.  The stator windings 
shall be the open type with Class F insulation rated for 155 degrees C 
maximum operating temperature.  Air-filled motors which do not have the 
superior heat dissipating capabilities of oil-filled motors shall not 
be considered equal. 
 
Protection against excessive temperature for single phase motors shall 
be provided by a heat sensor thermostat attached to the stator windings 
and connected in series with the contactor coil in the control panel.  
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The heat sensor shall stop the motor if the motor winding temperature 
reaches 221 degrees F.  The high temperature shutoff will cause the 
pump to cease operation, should a control failure cause the pump to run 
in a dry wet well.  The thermostat shall reset automatically when the 
motor cools to a safe operating temperature. 
 
Three phase motors shall have two heat sensor thermostats attached to 
top end of motor winding and connected in series with the magnetic 
contactor coil in control panel to stop motor if motor winding 
temperature reaches 221 degrees F.  Thermostat shall reset 
automatically when pump cools. 
 
2.4 MECHANICAL SEAL 
 
Motors shall be equipped with double mechanical shaft seals to prevent 
leakage between the motor and pump.  The seal assemblies shall consist 
of two Type 21 oil-lubricated rotary shaft seals in an oil-filled 
chamber.  The materials of construction shall be carbon for the 
rotating faces and ceramic for the stationary faces, lapped and 
polished to a tolerance of one light band, with 300 stainless steel 
hardware, with all elastomer parts of Buna-N.  Lower seal faces of 
tungsten carbide are optional. 
 
The pump shall be equipped with a seal leak detection probe and warning 
system.  This shall be designed to alert maintenance personnel of lower 
seal failure without having to take the unit out of service for 
inspection or requiring access for checking seal chamber oil level 
consistency. 
 
There shall be an electric probe or seal failure sensor installed in 
the seal chamber between the two tandem mechanical seals.  If the lower 
seal fails, contaminants which enter the seal chamber shall be detected 
by the sensor and send a signal to operate the specified warning 
device. 
 
2.5 POWER CORD 
 
Motor power cord shall be SOW/SOWA type 14 gauge, 5 conductor of a 
length of 15 feet.  Cable shall be provided with a green ground wire to 
be accordance with local and national electric codes. 
 
2.6 CABLE ENTRY SYSTEM 
 
The cable entry system shall consist of the cable fastened by means of 
a cord grip in the top of the pump.  The top of the pump shall contain 
a waterproof junction box which will provide space to connect the power 
cord to the motor leads.  The motor leads shall seal between the motor 
housing and junction box by means of a rubber compression fitting 
around each wire. 
 
PART 3    BASIN ASSEMBLY 
 
3.0             BASIN   
 
The basin shall be constructed of filament wound fiberglass/resin.  
Basin capacities, dimensions and minimum burial depth to insure pipe 
cover shall be as shown on plans.  Basin shall be capable of 



Relocate Environmental testing Mission              Aberdeen Proving Ground, MD 
                                                                    7 July 2004 
 

Section 11320 - Page 4 

withstanding 150% of the anticipated maximum pressure exerted by 
saturated soil (120 lb/cf) at maximum bury depth.  All station 
components shall function normally when exposed to these loadings. 
 
The basins are filament wound and manufactured with premium E-type 
continuous glass fibers maintained in high constant tension during the 
manufacturing process.  The tension fibers squeeze out excess resin 
producing superior strength basins with 65% glass content. 
 
An anti-flotation collar extending a minimum 3” beyond the O.D. of the 
basin wall shall be provided on all basins. 
 
3.1             BASIN COVER 
 
Steel basin covers shall be provided with each basin assembly.  Each 
cover shall have a hinged access opening properly sized for 
installation and removal of the grinder pump and check valve assembly.  
The access opening shall have a minimum of two hinges and a lock hasp.  
Covers shall be constructed of non-skid, tread-plate steel with a 
minimum thickness of ¼” and shall be coated with baked-on epoxy paint.  
The cover shall have a sleeve for mounting the control panel mounting 
stand and an elbow for junction box mounting and to run all wires from 
the junction box to the panel mounting stand.  All covers shall be 
grass green in color.  Covers shall be bolted to the basin with 
stainless steel cap screws.  Zinc plated nuts shall be embedded in the 
upper flange of the fiberglass basin for corrosion resistance and to 
prevent turning. 
 
 
3.2 RAIL ASSEMBLY   
 
The lift-out rail system shall permit easy removal and installation of 
the pump and lower check valve without the necessity of personnel 
entering the wet-well.  Structural guide brackets with guide yokes of 
sufficient bearing strength to prevent binding shall fasten to the 
pump.  The yokes shall mate over guide rails of a minimum of 1 inch 
schedule 40 pipe running between an upper rail support and the 
discharge case.  A lower discharge nozzle, downstream from the check 
valve, shall be guided into a chamfered cavity in the discharge case.  
A shoulder on the nozzle shall bottom on the discharge case to insure 
alignment for a leak-tight seal.  Dual O-rings shall effect a hydraulic 
seal around the nozzle when it is in its operating position.  A brace, 
easily removable from the top of the wet-well, shall be provided to 
lock the parts together and to prevent line surges from breaking the 
seal and allowing leakage.  The discharge case shall have a discharge 
opening with piping to a discharge coupling through the basin wall. 
 
 
3.3 CHECK VALVE  
 
A heavy duty spring loaded, all rubber flapper type check valve with 
cast iron body shall  
be an integral part of the discharge seal assembly and lift out with 
the pump assembly.    
The valve design shall be such to allow for operation when negative 
heads, of up to 5 feet   
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are encountered.  The valve shall be designed to operate at all 
pressures in the sewer  
system created by the grinder pumps. 
 
A flat set stainless steel spring, integrally molded into the Buna-N 
rubber flapper,  
Shall be furnished in order to prevent collection of debris in the 
check valve.   
 
 
3.4 LIFTOUT CHAIN 
        
An adequate length of stainless steel lifting chain shall be supplied 
for removing the pump.  The chain shall be of sufficient length and 
strength to effectively support the weight of the pump assembly during 
removal or installation. 
 
 
3.5 DISCHARGE PIPE 
 
Schedule 80 PVC discharge piping shall connect to the stationary 
discharge base lift assembly and terminate at a 1-1/4” discharge flange 
mounted on the basin at the height shown in the plans.  The discharge 
flange shall have a 1-1/2” PVC solvent weld socket type hub for 
attaching external discharge piping. 
 
 
3.6 SHUTOFF VALVE 
 
A PVC true union ball type shut off valve with Teflon seats shall be 
furnished as an integral part of the internal pipe assembly.  If the 
discharge depth is more than 2 feet from the surface an extension 
handle shall be supplied. 
 
 
3.7 INLET FITTING 
 
A one-piece inlet fitting for 4” SCH 40 or SDR 35 plastic pipe shall be 
shipped loose for field installation as required by the installation. 
 
 
 
 
3.8 JUNCTION BOX 
 
The junction box shall be constructed of structural plastic for 
corrosion resistance and of adequate thickness to provide stability and 
mechanical strength.  The junction box shall have a fully gasketed 
cover that is held in place by four (4) captive stainless steel screws 
with heads of adequate size so that they may easily be installed and 
removed without the use of special tools.  The heads of the screws 
shall be totally encapsulated so that no metal parts are exposed.  The 
cover shall be fastened to the main body of the junction box by means 
of a totally corrosion-resistant tether to prevent dropping the cover 
during service. 
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An adequate number of sealing-type cord grips shall be supplied for 
incoming pump and level control cords.  The cord grips shall be made of 
non-corrosive material, such as PVC or nylon, and shall make an 
effective seal around the wire jacket.  The cord grips shall seal to 
the junction box with an O-ring or gasket. 
 
The junction box shall have a PVC solvent weld type conduit hub of 
adequate size to accommodate the number of wires required for pump and 
level control operation.  The incoming wires shall be sealed by an 
external EY type seal-off (supplied by others) so that condensation 
from the conduit or groundwater will not enter the enclosure.  The 
interior of the enclosure shall be of adequate size to accommodate the 
wires and connections for pump and level control operation. 
 
The wires running between the control panel and the junction box shall 
be color-coded and fastened to the pump and level controls by means of 
adequately sized and insulated twist lock or crimp connectors. 
 
The junction box shall be designed to NEMA 6 standards for occasional 
submergence. 
 
 
3.9 LEVEL CONTROLS 
 
Pump on, off and alarm levels shall be controlled by three (3) mercury 
tube float switches.  Switches shall consist of a mercury tube switch 
sealed in a corrosion-resistant polypropylene housing with a minimum of 
18 gauge, 2-wire, SJOW/A jacketed cable.  The cable shall be of 
sufficient length to reach the junction box with no splices.  The level 
controls shall be suspended from a stainless steel bracket so that 
adjustment or replacement may be done without the use of any tools.  
Level controls shall be UL/CSA listed. 
 
 
PART 4    CONTROL PANEL 
 
  
4.0             CONTROL PANEL 
 
A NEMA 4X fiberglass control panel shall be furnished with each pumping 
unit to be installed, as shown on the plans. 
 
The control panel enclosure shall be molded of glass reinforced 
polyester resins which are chemically resistant to corrosive 
atmospheres.  The resin system shall be pigmented to impart a gray 
color to the enclosure and be resistant to ultraviolet light. 
 
The resin system also shall include a flame retardant to obtain a 
flammability rating which meets U.L. 94V-O.  Heat distortion 
temperature shall be 350 degrees Fahrenheit. 
 
The enclosure shall be of one-piece, weatherproof construction with 
smooth, rounded corners and shall be constructed to have a smooth 
exterior and interior.  The enclosure shall be fitted with a closed 
cell neoprene gasketed cover.  The enclosure shall be provided with 
back panel mounting provisions. 
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The cover shall be hinged with a heavy duty corrosion resistant 
stainless steel piano hinge.  The cover shall be lockable by means of 
two (2) high quality combination stainless steel latches and padlock 
hasps.   
 
The enclosure shall be provided with external mounting feet on the top 
and bottom of the enclosure.  These mounting feet shall be of 
fiberglass and molded as an integral part of the enclosure. 
 
The back panel shall be a minimum of .080” aluminum and held in place 
by four (4) #10 screws, which will mate to the four (4) threaded 
standoffs, which are molded into the enclosure. 
 
The panel shall include a double pole 20 amp main disconnect breaker, 
alarm circuit fuse, control circuit fuse, I.E.C. rated motor contactor, 
Klixon overload, pump hand-off-auto switch (momentary in the hand 
position), pump run light, seal leak light, start and run capacitors, 
start relay, terminal blocks, ground lug and all necessary wiring and 
brackets. 
 
The control panel shall be fitted with a red lexan (polycarbonate) 
alarm light.  The light shall be approximately 3” high by 3-1/2” 
diameter.  The globe shall be mounted on top of the enclosure with a 
neoprene gasket.  The lens cannot be removed from the exterior of the 
enclosure.  The lens may be removed by entering the interior of the 
enclosure and removing four (4) #8 screws.  The bulb shall be 40 watt 
minimum high intensity-medium base type.  The bulb shall be easily 
replaced by removing a thumb screw from the support bracket on the 
interior of the panel. 
 
The alarm shall have a bright glow and flash during high water 
conditions.  The alarm light will go out when the water level drops. 
 
All internal wiring shall be neat and color coded.  Each wire shall be 
a different color or stripe (except for ground), and all incoming wires 
shall terminate into a box clamp type terminal block (except incoming 
power).  All wires shall be 14GA. Type TEW rated for 105 degrees 
Celsius. 
 
A schematic diagram (showing wire color) shall be permanently fastened 
to the inside of the enclosure.  An installation and service manual 
shall also be included with each control panel. 
 
The control panel shall be U.L. listed as an assembly. 
 
4.1             ACKNOWLEDGE ALARM CIRCUIT - BUZZER 
 
An acknowledge alarm circuit (with buzzer) shall be provided to 
indicate an alarm condition.  The buzzer shall be energized by either 
the alarm float switch or the alarm test switch and operate in 
conjunction with the alarm light.  The buzzer shall be weatherproof and 
be rated for 85 DB at 10 feet.  There shall be an exterior acknowledge 
switch that will silence the buzzer but allow the light to remain 
flashing during an alarm condition. 
 
4.1             AUXILIARY CONTACT 
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A set of dry contacts shall be provided for the remote monitoring of 
high water alarm condition.  The dry contacts shall close upon the 
detection of said condition.  Contacts shall be rated for 3 amps. 
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